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PRE-ENGINEERED SYSTEM SHOP 

DRAWING ONLY – NOT TO SCALE

SEE PIPING LAYOUT AND LIMITATIONS 

ON PAGES 2 and 3
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CONNECTION TO EXHAUST FAN SHUT DOWN. FAN 

SHALL SHUT DOWN UPON ACTIVATION 

(CONNECTION BY OTHERS)
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OR F.A.C.P. ACTIVATES UPON SYSTEM DISCHARGE 

(SUPPLIED & INSTALLED BY OTHERS)
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A DISTANCE OF AT LEAST 10FT FROM THE HAZARD BUT NOT 

MORE THAN 20FT.  IT SHALL BE INSTALLED IN THE PATH OF 

EXIT AND REQUIRE A MAXIMUM FORCE OF 40 LBS AND A 

MAXIMUM MOVEMENT OF 14" FOR ACTUATION
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Notes:
1    System piping must be balanced 
2    Maximum vertical height of nozzles is 24 ft  (7 3 m) above the base of the cylinder 
3    All fittings to be 150 lb  class minimum 

DUCT & PLENUM ISOMETRIC & PIPING LIMITATIONS

4 D/P 

NOZZLES

1" Ø PIPE

3/4" Ø PIPE

PIPE SIZES
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P/N: 87-120099-002Kidde XV™ Control System
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FLOW DIVISION
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